
FIRE DOOR CHECK SHEET
Five-point check for every fire door
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Compliance without compromise.
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General guidance only — not a substitute for your fire risk assessment or professional advice.

PROPERTY CHECKED BY DATE

THE FIVE-POINT CHECK
1  Closing Open fully and let go — it should close by itself onto the latch.
2  Gaps About 3–4 mm around the sides and top.
3  Seals Intumescent strips and smoke seals fitted, undamaged, not painted over.
4  Hinges & hardware At least three hinges, all screws in, nothing loose or missing.
5  Condition No holes, damage, or unapproved changes such as cat flaps or plain glass.

DOOR LOCATION 1 CLOSES 2 GAPS 3 SEALS 4 HINGES 5
CONDITION ACTION NEEDED

Mark each check ✓ (pass) or ✗ (fail). Never wedge or prop open a fire door — if a door needs to stay open, use an automatic
hold-open device linked to the fire alarm.
Buildings over 11 m: communal fire doors must be checked at least every three months and flat entrance doors at
least once a year (Fire Safety (England) Regulations 2022).


